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(5) PROVIDE DIRT AND AR
SEPARATOR EQUIVALENT TO
ARMSTRONG DAS SERIES.

(6) PROVIDE EXPANSION TANK
EQUIVALENT TO ARMSTRONG L
SERIES.

(7) PROVIDE NEW 4" CONCRETE
EQUIPMENT PAD.
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CONCRETE_PADS FOR_PUMPS.
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